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Tech. Specs. Clause 

5.4 

Cylinder Supports: The Cylinders shall be supported by means of Neck mounting 

support type. Both sides of the cylinders Neck shall be mounted over Aluminum 

support Plummer block. Plummer block shall be fastened to the Steel frame so that 

all cylinders are orientated in horizontal position.

Amendment

Note: All other Term & Considtions of the Tender shall remain unchanged

The Cylinders in a cascade must be structurally supported and held together as a 

unit and secured in a manner that prevents movement in relation to the structural 

assembly and movement that would result in the concentration of harmful local 

stresses. The frame design must ensure stability under normal operating 

conditions and shall prevent movement in all directions, of cylinders during 

transportation. 

Vendor shall provide mounting details of the cylinders in conformity with OISD 

179 and PESO requirements. 

Amendment/ Addition/ Modification/ Deletion

CORRIGENDUM # 4

ANNUAL RATE CONTRACT FOR SUPPLY OF TYPE-3 / TYPE-4 CNG 

STORAGE CASCADES FOR NCT OF DELHI, UP, HARYANA & RAJASTHAN

CITY GAS DISTRIBUTION PROJECT IN NCT OF DELHI, UP, HARYANA AND 

RAJASHTAN

Tender No :IGL/ET2/CP/CC17259, Dated 28.11.2022

VCS Ref. No. VCS/C&P/17028/PC/CASCADE/03

Owner: Indraprastha Gas Ltd.

Consultant: VCS Quality Services Pvt. Ltd.

Date: 30.12.2022


